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Description
Units

Heating Degree Days hdd
Total Plant Steam Flow klbs
Steam Flow Per Heating Degree Day klbs/hdd
Total Condensate Return Water Flow klbs
Total Plant Gas Flow kscf
Total Plant Gas Cost $
Total Plant Oil Flow gals
Total Plant Oil Cost $
Total Plant Fuel Cost $
Fuel Cost Per Heating Degree Day $/hdd
Plant Average Steam Cost Per Degree Day $/klbs
Total Plant Efficiency By I/O %

Condensate Transfer Pump #1 Run Time hrs
Condensate Transfer Pump #2 Run Time hrs
Condensate Transfer Pump #3 Run Time hrs
Boiler Feed Pump #1 Run Time hrs
Boiler Feed Pump #2 Run Time hrs
Boiler Feed Pump #3 Run Time hrs
Boiler Feed Pump #4 Run Time hrs
Fuel Oil Pump #1 Run Time hrs
Fuel Oil Pump #2 Run Time hrs

Boiler 1 Boiler 2 Boiler 3 Boiler 4 Units
Run Time 167.0 167.0 237.0 196.0 hrs
Steam Flow 1299.60 2328.78 3200.23 2355.02 klbs
Gas Flow 1494.96 2867.47 3570.11 2168.43 kscf
Natural Gas Cost $9,180.56 $17,610.22 $21,923.11 $16,494.15 $
Oil Flow 0.0 0.0 0.0 0.0 gals
Oil Cost $0.00 $0.00 $0.00 $0.00 $
Total Fuel Cost $9,180.56 $17,610.22 $21,923.11 $16,494.15 $
Average Steam Cost $6.99 $7.43 $6.84 $7.07 $/klbs
Efficiency By Losses 82.7 77.6 82.9 82.2 %
Efficiency By I/O 86.0 80.9 87.9 85.0 %
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